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I. SPECIAL CONDITIONS

A.

1

2)

Effluent Limits
The permittee is authorized to discharge into the ground from the wastewater treatment facilities
for which this permit is issued a treated effluent whose characteristics shall not exceed the
following values:
Effluent Characteristics Discharge Limitations
Flow 12,980 gpd
Biochemical Oxygen Demand 30.0 mg/l
(5 day at 20°C) (BOD:s)
Total Suspended Solids (TSS) 30.0 mg/I
Nitrate-Nitrogen 10.0 mg/1
Total Nitrogen (NO,+NO;+TKN) 10.0 mg/1
Oil & Grease 15.0 mg/1

a) The pH of the effluent shall not be less than 6.5 nor greater than 8.5 at any time or not
more than 0.2 standard units outside the naturally occurring range.

b) The discharge of the effluent shall not result in any demonstrable adverse effect on the
groundwater or violate any water quality standards that have been promulgated.

c) The monthly average concentration of BOD and TSS in the discharge shall not exceed
15 percent of the monthly average concentrations of BOD and TSS in the influent into
the permittee’s wastewater treatment facility.

d) When the average annual flow exceeds 80 percent of the permitted flow limitations, the
permittee shall submit a report to the Department describing what steps the permittee
will take in order to remain in compliance with the permit limitations and conditions,
inclusive of the flow limitations established in this permit.

Monitoring and Reporting
The permittee shall monitor and record the quality of the influent and the quality and quantity

of the effluent prior to discharge to the leaching facilities according to the following schedule
and other provisions:

INFLUENT:

Minimum Frequency
Parameter of Analysis Sample Type
BODs Monthly 24-hr composite
TSS Monthly 24-hr composite
Total Solids (TS) Monthly 24-hr composite
Ammonia-Nitrogen Monthly 24-hr composite



3)

EFFLUENT:

Minimum Frequency

Parameter of Analysis
Flow Daily
pH Daily
BODs Monthly
TSS Monthly
Nitrate-Nitrogen Monthly
Total Nitrogen

(NO,+ NO; + TKN) Monthly
Oil & Grease Monthly
Volatile Organic Annually

Compounds (USEPA Method No. 624)
Total Phosphorus* Quarterly
Orthophosphate* Quarterly

Sample Type

Maximum-Minimum-Average
Grab
24-hr composite
24-hr composite
24-hr composite

24-hr composite
Grab
Grab

Grab
Grab

a) After one full year of monitoring the Total Phosphorus and Orthophosphate results, the
Department may determine, upon the request of the permittee, that the frequency of
monitoring may be reduced if, in the judgment of the Department, the results of the
sampling indicate that existing phosphorus levels will not adversely impact downgradient
receptors. If the Department reduces the frequency of monitoring for Total Phosphorus and
Orthophosphate, the Department reserves the right to resume more frequent monitoring if
the Department determines that phosphorus levels are impacting downgradient receptors.

The permittee shall monitor, record and report the quality of water in the approved monitoring
wells HSW-3 and HSW-4, and up-gradient monitoring well HSW-1, as described in the
“Groundwater Monitoring Well Plan” prepared by Sanborn, Head & Associates, Inc., dated
November 22, 2000 and approved by the Department, according to the following schedule and

other provisions:

Minimum Frequency

Parameter of Analysis
pH Monthly
Static Water Level Elevation Monthly
Specific Conductance Monthly
Nitrate-Nitrogen Quarterly
Total Nitrogen Quarterly
(NO2 + NO3 + TKN)
Total Phosphorus* Quarterly
Orthophosphate* Quarterly
Volatile Organic Annually

Compounds (US EPA Method #624)



4)

S)

a) The permittee shall complete and submit a Revised Monitoring Well Plan as required by
Supplemental Condition C.2. Once the Revised Plan is approved by the Department, the
permittee shall monitor, record and report the approved wells of that Plan as required in B.3
above.

b) Static Water Level shall be expressed as an elevation and shall be referenced to the surveyed
datum established for the site. It shall be calculated by subtracting the depth to the water
table from the surveyed elevation of the top of the monitoring well’s PVC well casing/riser.

c) After one full year of monitoring the Total Phosphorus and Orthophosphate results, the
Department may determine, upon the request of the permittee, that the frequency of
monitoring may be reduced if, in the judgment of the Department, the results of the
sampling indicate that existing phosphorus levels will not adversely impact downgradient
receptors. If the Department reduces the frequency of monitoring for Total Phosphorus and
Orthophosphate, the Department reserves the right to resume more frequent monitoring if
the Department determines that phosphorus levels are impacting downgradient receptors.

Any grab sample or composite sample required to be taken less frequently than daily shall be
taken during the period of Monday through Friday inclusive. All composite samples shall be
taken over the operating day.

The permittee shall submit all monitoring reports within 30 days of the last day of the reporting
month. Reports shall be on an acceptable form, properly filled and signed and shall be sent to:
the Deputy Regional Director, Bureau of Water Resources, Department of Environmental
Protection, Northeast Regional Office 205b Lowell Street, Wilmington, MA 01887, and to the
Department of Environmental Protection, Bureau of Water Resources, Wastewater Management
Program, One Winter Street/5th Floor, Boston, MA 02108, and to the Lynnfield Board of
Health, Town Hall, Lynnfield, MA 01940. :

a) Submission of monitoring reports in electronic format is available through eDEP and serves
as data submission to both the Regional and Boston offices. To register for electronic
submission go to: http.//www.mass. gov/eea/agencies/massdep/service/online/edep-online-

filing. html

C. Supplemental Conditions

1)

2)

The permittee shall ensure that free and clear access is maintained to all WWTP covers and
hatches so as not to delay the inspection, operation or maintenance of the system and processes.
The permittee shall within 60 days of the effective date of permit issuance submit for MassDEP
review and approval a WWTP Access plan that prohibits and prevents vehicle parking that
inhibits access to WWTP tanks and processes.

The permittee shall within 120 days of the effective date of permit issuance, submit for
MassDEP review and approval, a revised Monitoring Plan for the location of downgradient
monitoring wells. ' The revised Plan shall include relocation of monitoring well HSW-4 and the
installation of one additional new monitoring well, for a total of three downgradient monitoring
wells. The revised Plan shall locate the two new wells to capture to the greatest extent possible




3)

4)

3)

6)

7)

downgradient flows from the effluent Soil Absorption Area (SAS) absent influences of the
newly constructed stormwater conveyance projects adjacent to the current monitoring wells. A
schedule for construction of the new wells shall also be made part of the Plan submittal for
MassDEP review and approval.

The permittee shall within 60 days of the effective date of permit issuance revise the WWTP
record drawings to reflect an additional, new SAS reserve area equal to half of the total SAS
reserve area required for the facility, as proposed by their Engineer, MEA Inc, in the Plan
entitled, “RESERVE AREA RELOCATION PLAN WASTEWATER TREATMENT PLANT
LYNNFIELD HIGH SCHOOL LYNNFIELD, MA” received by MassDEP January 28, 2016, as
part of MEA’s response to the “Lynnfield High School Groundwater Renewal Application
Technical Deficiency letter, Transmittal #X266203”.

The permittee shall notify the Department at least thirty (30) days in advance of the proposed
transfer of ownership of the facility for which this permit is written. Said notification shall
include a written agreement between the existing and new permittees containing a specific date
for transfer of permit, responsibility, coverage and liability between them.

A staffing plan for the facility shall be submitted to the Department once every two years and
whenever there are staffing changes. The staffing plan shall include the following components:

a) The operator(s)’s name(s), operator grade(s) and operator license number(s);
b) The number of operational days per week;
c) .. The number of operational shifts per week;

d) The number of shifts per day;
e) The required personnel per shift;
f) Saturday, Sunday and holiday staff coverage;

-2) Emergency operating personnel

The permittee is responsible for the operation and maintenance of all sewers, pump stations, and
treatment units for the permitted facility, which shall be operated and maintained under the
direction of a properly certified wastewater operator.

Operation and maintenance of the proposed facility must be in accordance with 314 CMR 12.00,
"Operation and Maintenance and Pretreatment Standards for Wastewater Treatment Works and
Indirect Discharges", and, 257 CMR 2.00, "Rules and Regulations for Certification of Operators of
Wastewater Treatment Facilities”.

a) The facility has been rated (in accordance with 257 CMR 2.00), to be a Grade 4 facility.
Therefore, the permittee shall provide for oversight by a Massachusetts Certified Wastewater
Treatment plant operator (Chief Operator) Grade 4 or higher. The permittee will also provide
for a backup operator who shall possess at least a valid Grade 3 license.

b) The date and time of the operator’s inspection along with the operator’s name and certification
shall be recorded in the log book on location at the treatment facility. All daily inspection logs
..consistent with the O&M Manual requirements shall be kept at the facility for a period of three
(3) years.



c) Records of operation of wastewater treatment facilities or disposal systems required by the
Department shall be submitted on forms supplied by the Department or on other forms
approved by the Department for such use. Monthly reports shall be certified by the
wastewater treatment plant operator in charge and shall be included in the discharge
monitoring reports submitted each month.

8) If the operation and maintenance of the facility is contracted to a private concern, the permittee
shall submit a copy of the contract, consistent with what is required by the approved Operation &
Maintenance manual and signed only by the contractor, to the appropriate MassDEP Regional
Office within thirty (30) days of permit issuance. Along with the contract, a detailed listing of all
contract operation obligations of the proposed contractor at other facilities shall also be submitted.

9) Any additional connections to the sewer system, beyond the existing school connection shall be
approved by MassDEP and the local Board of Health prior to the connection.

10) All tests or analytical determinations to determine compliance with permit standards and
requirements shall be done using tests and procedures found in the most recent version of
Standard Methods for the Examination of Water and Wastewater and shall be performed by a”
Massachusetts Certified laboratory.

11) The permittee shall notify the appropriate MassDEP Regional Office, in writing, within thirty
(30) days of the following events:

a) The date of treatment plant start up.
b) Any interruption of the treatment system operation, other than routine maintenance.
c¢) Final shutdown of the treatment system.

12) The permittee shall contract to have any and all solids and sludges generated by the treatment
system for which this permit is issued removed off site by a properly licensed waste hauler for
disposal at an EPA/MassDEP approved facility. The name and license number of the hauler
along with the quantity of wastes removed and the date(s) of removal shall be reported by the
permittee in writing to the appropriate MassDEP Regional Office.

13) Simultaneously with the permit renewal application at year fifteen 2021 following the initiation
of plant operations, the permittee shall submit two reports to the Department for its review and
approval:

a) An engineering report, prepared by a registered professional engineer, that outlines in
sufficient detail what modifications (if any) to the facility or other changes are required
to insure that the facility can remain in compliance with its GWDP and other applicable
requirements through the next 5 year permit term (year 2026) and beyond; and

14) In the event that effluent limits are not met, or the discharge is determined to impair
groundwater quality in accordance with 314 CMR 5.16(1), the permittee may be obligated to
‘modify, supplement or replace the permitted treatment process so as to ensure that the discharge
does not impair the ability of the groundwater to act as an actual or potential source of potable
water.



15) Pursuant to M.G.L. Chapter 21A, section 18(a), and 310 CMR 4.03, holders of this Permit may
be subject to annual compliance assurance fees as assessed each year on July 1st and invoiced
by MassDEP. Failure of the Permit holder to pay applicable annual compliance assurance fees
shall result in the automatic suspension of the permit by operation of law under the statute. If
fee non-payment continues for sixty days or more, MassDEP has the statutory option of
revoking the Permit, denying any other pending permit applications filed by the Permit holder
or taking other enforcement action. Permit holders are required to notify MassDEP in writing if
they wish to relinquish or transfer a permit. Failure to do so will result in the continued
assessment of fees.

D. Appeal Rights

During the thirty (30) day period following issuance of this permit, a Notice of Claim for an
Adjudicatory Appeal may be sent by any person aggrieved (the “Petitioner”) by the issuance to:

Case Administrator

Office of Appeals and Dispute Resolution
Department of Environmental Protection
One Winter Street/2™ Floor

Boston, MA 02108

310 CMR 1.01(6)(b) requires the Notice of Claim to: include sufficient facts to demonstrate aggrieved
person status; state the facts which are grounds for the appeal specifically, clearly and concisely; and,
state relief sought. The permit shall become or remain effective at the end of the 30 day appeal period.
unless the person filing the Notice of Claim requests, and is granted, a stay of its terms and conditions.
If a permit is modified under 314 CMR 2.10, only the modified terms and conditions may be subject to
an Adjudicatory Appeal. All other aspects of the existing permit shall remain in effect during any such
Adjudicatory Appeal.

Per 310 CMR 4.06, the hearing request to the Commonwealth will be dismissed if the filing fee is not
paid. Unless the Petitioner is exempt or granted a waiver, a valid check payable to the Commonwealth
to Massachusetts in the amount of $100.00 must be mailed to:

Commonwealth of Massachusetts
Department of Environmental Protection
P.O. Box 4062

Boston, MA 02211

The filing fee is not required if the Petitioner is a city, town, county, or district of the Commonwealth,
federally recognized Indian tribe housing authority effective January 14, 1994, or any municipal
housing authority; or, per MGL 161A s. 24, the Massachusetts Bay Transportation Authority. The
Department may waive the adjudicatory hearing filing fee for a Petitioner who shows that paying the
fee will create an undue financial hardship. A Petitioner seeking a waiver must file, along with the
hearing request, an affidavit setting forth the facts believed to support the claim of undue financial
hardship.

II. GENERAL PERMIT CONDITIONS




The following conditions from 314 CMR 5.16 apply to all individual and general permits:

(1) No discharge authorized in the permit shall cause or contribute to a violation of the Massachusetts
Surface Water Quality Standards (314 CMR 4.00) or any amendments thereto. Upon promulgation of
any amended standard, this permit may be revised or amended in accordance with such standard and
314 CMR 2.10 and 3.13 or 5.12. Except as otherwise provided in 314 CMR 5.10 (3)(c), 310 CMR
5.10(4)(a)2 and 314 CMR 5.10(9), no discharge authorized in the permit shall impair the ability of the
ground water to act as an actual or potential source of potable water. Evidence that a discharge impairs
the ability of the ground water to act as an actual or potential source of potable water includes, without
limitation, analysis of samples taken in a downgradient well that shows one or more exceedances of the
applicable water quality based effluent limitations set forth in 314 CMR 5.10. In those cases where it is
shown that a measured parameter exceeds the applicable water quality based effluent limitations set
forth in 314 CMR 5.10 at the upgradient monitoring well, evidence that a discharge impairs the ability
of the ground water to act as an actual or potential source of potable water is deemed to exist if a
measured parameter in any downgradient well exceeds the level of that same measured parameter in the
upgradient well for the same sampling period. . A statistical procedure approved by the Department
shall be used in determining when a measured parameter exceeds the allowable level.

(2) Duty to comply. The permittee shall comply at all times with the terms and conditions of the permit,
314 CMR 5.00, M.G.L. c. 21, §§ 26 through 53 and all applicable state and federal statutes and
regulations.

(3) Standards and prohibitions for toxic pollutants. The permittee shall comply with effluent standards
or prohibitions established under § 307(a) of the Federal Act, 33 U.S.C § 1317(a), for toxic pollutants
within the time provided in the regulations that establish these standards or prohibitions, even if the
permit has not yet been modified to incorporate the requirement.

(4) Proper operation and maintenance. The permittee shall at all times properly operate and maintain all
facilities and equipment installed or used to achieve compliance with the terms and conditions of the
permit, and the regulations promulgated at 314 CMR 12.00 entitled “Operation and Maintenance and
Pretreatment Standards for Wastewater Treatment Works and Indirect Discharges, and 257 CMR 2.00,
Rules and Regulations for Certification of Operators of Wastewater Treatment Facilities”.

(5) Duty to halt or reduce activity. Upon reduction, loss, or failure of the treatment facility, the
permittee shall, to the extent necessary to maintain compliance with its permit, control production or
discharges or both until the facility is restored or an alternative method of treatment is provided. It shall
not be a defense for a permittee in an enforcement action that it would have been necessary to halt or
reduce the permitted activity in order to maintain compliance with the conditions of the permit.

(6) Power Failure. In order to maintain compliance with the effluent limitations and prohibitions of this
permit, the permittee shall either:
(a) provide an alternative power source sufficient to operate the wastewater control facilities; or
(b) halt, reduce or otherwise control production and/or all discharges upon the reduction, loss,
or failure of the primary source of power to the wastewater control facilities.

(7) Duty to mitigate. The permittee shall take all reasonable steps to minimize or prevent any adverse
impact on human health or the environment resulting from non-compliance with the permit.




(8) Duty to provide information. The permittee shall furnish to the Department within a reasonable time
as specified by the Department any information which the Department may request to determine
whether cause exists for modifying, revoking and reissuing, or terminating the permit, or to determine
whether the permittee is complying with the terms and conditions of the permit.

(9) Inspection and entry. The permittee shall allow the Department or its authorized representatives to:
(a) Enter upon the permittee's premises where a regulated facility or activity is located or
conducted, or where records required by the permit are kept;

(b) Have access to and copy, at reasonable times, any records that must be kept under the
conditions of the permit;

(c) Inspect at reasonable times any facilities, equipment, practices, or operations regulated or
required under the permit; and

(d) Sample or monitor at reasonable times for the purpose of determining compliance with the
terms and conditions of the permit.

(9A) The permittee shall physically secure the treatment works and monitoring wells and limit access
to the treatment works and monitoring wells to those personnel required to operate, inspect and
maintain the treatment works and to collect samples.

(9B) The permittee shall identify each monitoring well by permanently affixing to the steel protective
casing of the well a tag with the identification number listed in the permit.

(10) Monitoring. Samples and measurements taken for the purpose of monitoring shall be
representative of the monitored activity. Monitoring must be conducted according to test procedures
approved under 40 CFR Part 136 unless other test procedures are specified in the permit.

(11) Recordkeeping. The permittee shall retain records of all monitoring information, including all
calibration and maintenance records and all original strip chart recordings for continuous monitoring
instrumentation, copies of all reports required by the permit, and all records of all data used to complete
the application for the permit, for a period of at least three years from the date of the sample,
measurement, report or application. This period may be extended by request of the Department at any
time. Records of monitoring information shall include:

(a) The date, exact place, and time of sampling or measurements;

(b) The individual(s) who performed the sampling or measurement;

(c) The date(s) analyses were performed;

(d) The individual(s) who performed the analyses;

(e) The analytical techniques or methods used; and

(f) The results of such analyses.

(12) Prohibition of bypassing. Except as provided in 314 CMR 5.16(13), bypassing is prohibited, and
the Department may take enforcement action against a permittee for bypassing unless:
(a) The bypass was unavoidable to prevent loss of life, personal injury, or severe property
damage;
(b) There were no feasible alternatives to the bypass, such as the use of auxiliary treatment
facilities, retention of untreated wastes, or maintenance during normal periods of equipment
downtime. This condition is not satisfied if the permittee could have installed adequate backup




equipment to prevent a bypass which occurred during normal periods of equipment downtime
or preventive maintenance; and
(c) The permittee submitted notice of the bypass to the Department:
1. In the event of an anticipated bypass, at least ten days in advance, if possible; or
2. In the event of an unanticipated bypass, as soon as the permittee has knowledge of the
bypass and no later than 24 hours after its first occurrence.

(13) Bypass not exceeding limitations. The permittee may allow a bypass to occur which does not
cause effluent limitations to be exceeded, but only if necessary for the performance of essential
maintenance or to assure efficient operation of treatment facilities.

(14) Permit actions. The permit may be modified, suspended, or revoked for cause. The filing of a |
request by the permittee for a permit modification, reissuance, or termination, or a notification of ‘
planned changes or anticipated non-compliance does not stay any permit condition.

(15) Duty to reapply. If the permittee wishes to continue an activity regulated by the permit after the
expiration date of the permit, the permittee must apply for and obtain a new permit. The permittee shall
submit a new application at least 180 days before the expiration date of the existing permit, unless
permission for a later date has been granted by the Department in writing.

(16) Property rights. The permit does not convey any property rights of any sort or any exclusive
privilege.

(17) Other laws. The issuance of a permit does not authorize any injury to persons or property or
invasion of other private rights, nor does it relieve the permittee of its obligation to comply with any
other applicable Federal, State, and local laws and regulations. '

(18) Oil and hazardous substance liability. Nothing in the permit shall be construed to preclude the

institution of any legal action or relieve the permittee from any responsibilities, liabilities, or penalties

to which the permittee is or may be subject under § 311 of the Federal Act, 33 U.S.C. § 1321, and ‘
M.G.L. c. 21E.

(19) Removed substances. Solids, sludges, filter backwash, or other pollutants removed in the course of
treatment or control of wastewaters shall be disposed in a manner consistent with applicable Federal
and State laws and regulations including, but not limited to, the Massachusetts Clean Waters Act,
M.G.L. c. 21, §§ 26 through 53 and the Federal Act,, 33 U.S.C. § 1251 et seq, the Massachusetts
Hazardous Waste Management Act, M.G.L. c. 21C, and the Federal Resource Conservation and
Recovery Act, 42 U.S.C. § 6901, ef seq., 310 CMR 19.000 and 30.000, and other applicable
regulations.

(20) Reporting requirements.
(a) Monitoring reports. Monitoring results shall be reported on a Discharge Monitoring Report
(DMR) at the intervals specified elsewhere in the permit. If the permittee monitors any pollutant
more frequently than required by the permit, the results of this monitoring shall be included in
the calculation and reporting of the data submitted in the DMR.
(b) Compliance schedules. Reports of compliance or non-compliance with, or any progress
reports on, interim and final requirements contained in any compliance schedule of the permit
shall be submitted no later than 14 days following each schedule date.
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(c) Planned changes. The permittee shall give notice to the Department as soon as possible of
any planned physical alterations or additions to the permitted facility or activity which could
significantly change the nature or increase the quantity of pollutants discharged. Unless and
until the permit is modified, any new or increased discharge in excess of permit limits or not
specifically authorized by the permit constitutes a violation.
(d) Anticipated non-compliance. The permittee shall give advance notice to the Department of
any planned changes in the permitted facility or activity which may result in non-compliance
with permit requirements.
(e) 24 hour reporting. The permittee shall report any non-compliance which may endanger
health or the environment. Any information shall be provided orally within 24 hours from the
time the permittee becomes aware of the circumstances. A written submission shall also be
provided within five days of the time the permittee becomes aware of the circumstances. The
written submission shall contain a description of the non-compliance, including exact dates and
times, and if the non-compliance has not been corrected, the anticipated time it is expected to
continue; and steps taken or planned to reduce, eliminate, and prevent reoccurrence of the non-
compliance. The following shall be included as information which must be reported within 24
hours:
1. Any unanticipated bypass which exceeds any effluent limitation in the permit.
2. Violation of a maximum daily discharge limitation for any of the pollutants listed by
the Department in the permit to be reported within 24 hours.
(f) Other non-compliance. The permittee shall report all instances of non-compliance not
reported under 314 CMR 5.16(20)(a), (b), or (e) at the time monitoring reports are submitted.
The reports shall contain the information listed in 314 CMR 5.16(20)(e).
(g) Toxics. All manufacturing, commercial, mining, or silvicultural dischargers must notify the
. Department as soon as they know or have reason to believe:
1. That any activity has occurred or will occur which would result in the discharge of
any toxic pollutant listed in 314 CMR 3.17 which is not limited in the permit, if that
discharge will exceed the highest of the following notification levels:
a. 100 micrograms per liter (100 ug/l);
b. 200 micrograms per liter (200 ug/l) for acrolein and acrylonitrile; 500
micrograms per liter (500 ug/l) for 2,4-dinitrophenol and for 2-methyl-4,6-
dinitrophenol; and one milligram per liter (1 mg/l) for antimony;
c. Five times the maximum concentration value reported for that pollutant in the
permit application; or
2. That they have begun or expect to begin to use or manufacture as an intermediate or
final product or byproduct any toxic pollutant which was not reported in the permit
application.
(h) Indirect dischargers. All Publicly Owned Treatment Works shall provide adequate
notice to the Department of the following:
1. Any new introduction of pollutants into the POTW from an indirect discharger
which would be subject to § 301 or 306 of the Federal Act, 33 U.S.C. § 1311 or
1316, if it were directly discharging those pollutants; and
2. Any substantial change in the volume or character of pollutants being
introduced into the POTW by a source introducing pollutants into the POTW at
the time of issuance of the permit.
(i) Information. Where the permittee becomes aware that it failed to submit any relevant facts
in a permit application, or submitted incorrect information in a permit application or in any
report to the Department, it shall promptly submit such facts or information.
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(21) Signatory requirement. All applications, reports, or information submitted to the Department shall
be signed and certified in accordance with 314 CMR 3.15 and 5.14.

(22) Severability. The provisions of the permit are severable, and if any provision of the permit, or the
application of any provision of the permit to any circumstance, is held invalid, the application of such
provision to other circumstances, and the remainder of the permit, shall not be affected thereby.

(23) Reopener clause. The Department reserves the right to make appropriate revisions to the permit in
order to establish any appropriate effluent limitations, schedules of compliance, or other provisions
which may be authorized under the Massachusetts Clean Waters Act, M.G.L. c. 21, §§ 26 through 53 or
the Federal Act, 33 U.S.C. §1251 ef seq in order to bring all discharges into compliance with said
statutes.

(24) Approval of treatment works. All discharges and associated treatment works authorized herein
shall be consistent with the terms and conditions of this permit. Any modification to the approved
treatment works shall require written approval of the Department prior to the construction of the
modification.

(25) Transfer of Permits.
(a) RCRA facilities. Any permit which authorizes the operation of a RCRA facility which is
subject to the requirements of 314 CMR 8.07 shall be valid only for the person to whom it is
issued and may not be transferred.
(b) Transfers by modification. Except as provided in 314 CMR 5.16(25)(a) and (c), a permit
may be transferred by the permittee to a new owner or operator provided that the permit has
been modified or revoked and reissued or a minor modification is made to identify the new
permittee in accordance with 314 CMR 5.12(3) and (4).
(c) Automatic transfers. For facilities other than Privately-Owned Wastewater Treatment
Facilities (PWTFs) that treat at least some sewage from residential uses, hospitals, nursing or
personal care facilities, residential care facilities, and/or assisted living facilities, PWTFs that
have been required to establish financial assurance mechanism(s) pursuant to 314 CMR 5.15(6),
and RCRA facilities subject to the requirements of 314 CMR 8.07, a permit may be
automatically transferred in accordance with 314 CMR 5.12(5).

(26) Permit Compliance Fees and Inspection Information. Except as otherwise provided, any permittee
required to obtain a surface water or ground water discharge permit pursuant to M.G.L. c. 21, § 43 and
314 CMR 3.00 and 5.00, shall be required to submit the annual compliance assurance fee established in
accordance with M.G.L. c. 21A, § 18 and 310 CMR 4.00 as provided in 314 CMR 2.12. The
requirement to submit the annual compliance fee does not apply to any local government unit other
than an authority. Any permittee required to obtain a surface water or ground water discharge permit
pursuant to M.G.L. c. 21, §43 and 314 CMR 3.00 and 5.00 may be required to submit inspection
information annually as a condition of the permit as provided in 314 CMR 2.12.
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Massachusetts Department of Environmental Protection

One Winter Street, Boston MA 02108 e Phone: 617-292-5751

Communication For Non-English Speaking Parties - 310 CMR 1.03(5)(a)
1 English:
This document is important and should be translated immediately. If you need this document
translated, please contact MassDEP’s Diversity Director at the telephone numbers listed below.
2 Espariol (Spanish):
Este documento es importante y debe ser traducido inmediatamente. Si necesita este documento
traducido, por favor pdongase en contacto con el Director de Diversidad MassDEP a los nimeros de
teléfono que aparecen mas abajo.

3 Portugués (Portuguese):

Este documento é importante e deve ser traduzida imediatamente. Se vocé precisa deste
documento traduzido, por favor, entre em contato com Diretor de Diversidade da MassDEP para o

- nUmeros de telefone listados abaixo.

4(a) FE ({E#£) (Chinese (Traditional):

AFEE EEE, ESLRIEEE, wREEEREEE N S, R TSP EREREEMas:
DEPRYZL 15 A B T R

4(b) HE (f&4A&3C) (Chinese (Simplified):

AR EE, N EIENE. WREEERIEXG A, B TEYILEHEIE S S Mas:
DEPHIZ A R B Zao
5 Ayisyen (franse kreyol) (Haitian) (French Creole):

Dokiman sa-a se yon bagay enpotan epi yo ta dwe tradui imedyatman. Si ou bezwen dokiman sa a
tradui, tanpri kontakte Divesite Direkté MassDEP a nan nimewo telefon ki nan lis pi ba a.
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6 Viét (Viethamese):
Tai liéu nay |a rat quan trong va can dugc dich ngay lap tirc. N&u ban can dich tai liéu nay, xin vui

Iong lién hé véi Gidm ddc MassDEP da dang tai cac s6 dién thoai dugc liét ké duédi day.

7 {ULS&MREDA (Kmer (Cambodian):

ARSI ARSI IES SRRIRISURITUMBY UasiOgRRichsusiy

DRNINSHUHS SN S SHISBMSIW MassDEP 1STiuagiainisucnsnwansimus

8 Kriolu Kabuverdianu (Cape Verdean):

Es documento é importante e deve ser traduzido imidiatamente. Se bo precisa des documento
traduzido, por favor contacta Director de Diversidade na MassDEP’s pa es numero indicode li
d’boche.

9 Pycckuii asbiIK (Russian):

ITOT LOKYMEHT ABNAETCA BaXKHbIM U AO/IKHO ObITb NepesesieHO cpa3dy. Eciv Bam Hy}KeH 3ToT
AOKYMEHT NepeBefeHHbIN, NOXKanyncra, CBAXKUTECH C AUPEKTOPOM paquoﬁpaam MassDEP no
agpecy TenedoHHbIX HOMEPOB, YKa3aHHbIX HUXKeE.

10 4 =l (Arabic):

3 sl ane JLai¥) o s yiall Za gl odn W Aalay S I3 gl o aa i o iy g algl) 4 gl o3
ol da yaall il e ol 1 e MassDEP

11 8t= 0 (Korean):

Ol 2EM= =S R56t1 SA B0 OFstLICE 410l Y0l 2MIF 2 R61H Oteel &35t
H S Z MassDEP2| CHA A 2= 0 28 ot ADI b LICE.

12 huykpkt (Armenian):

Uju thuuthwpninpp gwwn jupbinp i whwup E pupquuitk] widhpwuwbu. Gph 2kq

whpwdton kwju hwunnwpninpp pupguutidt] nhut] MassDEP puqUuquitinipiniip
wnbopkl E hinwhuinuwhwdwpubph pdupldws b uinnph.
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13 )4 (Farsi (Persian):
ool oo das 531 08 by g ol age 21us )

_J_.U‘JAM.S:JS.')L;LAQﬁSoJMJJMassDEPﬁh&jﬂwwu\gwmﬁm}mw\qj\guﬁﬁl

14 Frangais (French):

Ce document est important et devrait étre traduit immédiatement. Si vous avez besoin de ce
document traduit, s'il vous plait communiquer avec le directeur de la diversité MassDEP aux
numeéros de téléphone indiqués ci-dessous.

15 Deutsch (German):

Dieses Dokument ist wichtig und sollte sofort tibersetzt werden. Wenn Sie dieses Dokument
Uibersetzt bendtigen, wenden Sie sich bitte Diversity Director MassDEP die in den unten
aufgefiihrten Telefonnummern.

16 EAAnvikn (Greek):

To éyypado auto elvat onpavtkd kat Ba mpémnel va petadpactolv apéows. Av xpeldleote autd T
gyypado petadpdletal, mapakaloUpe enkovwyrote Diversity Director MassDEP kotd toug
aptBpolg thAedpwvou mou avaypadetal o KETw.

17 Italiano (ltalian):

Questo documento & importante e dovrebbe essere tradotto immediatamente. Se avete bisogno ¢
questo documento tradotto, si prega di contattare la diversita Direttore di MassDEP ai numeri di
telefono elencati di seguito. '

18 Jezyk Polski (Polish):

Dokument ten jest wazny i powinien by¢ natychmiast przettumaczone. Jesli potrzebujesz tego

dokumentu tftumaczone, prosimy o kontakt z Dyrektorem MassDEP w réznorodnosci na numery
telefondw wymienionych ponizej.

19 f§=3T (Hindi):

UE Gl HEedqul § 31X GG CRIEIDISIHY 319 37e]dTE; 3 EElTdol T ST 8,
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oAl FelTerg BieT HeRT I MassDEP & fafatrdr fgeres & e &Y.
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